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Burnerlance EHR-N

Hydraulic system

 

"D"

"C"

"MR"

"S"

Solenoid*
(normally closed)

Filter 50µm

Pressureswitch

Supply
 

* External solenoids
  must be approved
  according to
  DIN EN ISO 23553-1

"MS"

Discharge
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